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NOTES:

1. This plan sheet is a record drawing from
Oakland Touchdown 1 contract. The
Contractor shall verify the existing
installation. See sheet E-59 from Oakland
Touchdown 1, contract No. 04-0120L4.

2. The installed components shall not be

limited to the ones listed below, but shall

be a complete installation. For de-l-qlls,
see Bridge Structures Girder Eastbound,

+yp|cc1I Details sheets.

- Furnish _and install the 15kV cables
into existing cable tray shown on this
drowmg See sheet E-837.

- Furnish and install the fiber optic cable

into existing cable tray shown on this
drawing. See sheet E-983 and E-984.

3. All cable trays and conduits shown on this
drawing are existing. Bold ones are to be

used for pulling cable.
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SHEET NOTES:

@ Furnish and install splice cable tray as
shown on sheet E-836A, Detail 6.

Furnish and install 15 kV cables with
length up to this point for splicing by

A e e S others.
682 r— fonduit Rack A
7 oA A A A A @ Furnish and install splice cable tray as
57 | /Q LENAENAEN ALY shown on sheet E-836A, Detail 7.
[P @ Furnish and install fiber optic cable with
o length up to this point for splicing by
[ others.
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